METER BY—PASSX TE VALVE, BOX, & CONC. COLLAR (TYP.)
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MIN. 5 PIPE DIA. DOWN — — 2000 PSL CONC. I 28
STREAM FROM ANY VALVE || F——_.—— = — S.l. :
OR BEND. .. DAYS (MAY BE PRECAST)

TEST TEE OR | |4
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1/8 BEND SADDLE WITH - MIN.
) 1/8 BENDS

GATE VALVE & BOX
SEE BACKFLOW

TRACING WIRE
. ) PIPE DIA. PREVENTOR DETAIL
=9 DOWNSTREAM i
X #5 REBAR AT 6” O.C.

e .-.I///: — . - _ 4, EACH WAY

NOTE: % 4

UNI—FLANGE TO BE INSTALLED EACH NOTES:

SIDE OF METER 1.USE OF BUTTERFLY VALVE SHALL REQUIRE METER WITH

PLAN DOUBLE STRAINER.
- 2.METER (CLASS I) SHALL HAVE U.L. APPROVED STRAINERS.
3. COMPLETE BY—PASS ASSEMBLY IS REQUIRED ON ALL METERS.
4.VALVES: SHALL BE MECHANICAL JOINT OR FLANGED
GATE VALVES.

12”X 12" PORTAL WITH HINGED COVE 5.METERS 4” AND LARGER — ALL JOINTS FROM TEE TO TEE
TO BE CENTERED OVER REGISTER SHALL BE RESTRAINED.
., 6. INSPECTION LID SHALL BE INSTALLED SUCH THAT ALL METER REGISTERS
géSERAEchJMFlgwEHT_gogUE%ET C13F§_>I(E)> LF’S\?SEgNFr CAN BE READ WITHOUT REMOVING THE ENTIRE METER PIT LID.
-/ OW. Tl 7. THE TEST TEE OR TEE SERVICE SADDLE SHALL NOT BE REQUIRED IF
ALL SURFACES TO BE PAINTED FLAT BLACK. THE METER IS EQUIPPED WITH A TEST PORT.
VALVE & BOX /S CONC. COLLAR (TYP.)
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3000 P.S.. CONC. IN 28 DAYS
(MAY PRE—CAST)

. 12" PIPE
<o Tk MIN. MIN. | DIA.
— 6”13 ‘ ! DOWNSTREAM
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TTMIN. 5 PIPE
DIA. DOWNSTREAM
FROM ANY VALVE

OR BEND. TEST TEE OR TEE SERVICE

SADDLE WITH 2" PLUG.

1. OPTIONAL QUAZITE OR CDR VAULT CAN BE USED N "
12°X 12" FILL GRAVEL

2. THE BOX SHALL BE SIZED AS REQUIRED To House SECT|ION
THE EQUIPMENT.

WATER METER INST. 3" AND LARGER
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